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1 About this document
The document is an important part of the product and guides the user to safe installation and
operation. The information and instructions in this document are binding for the use of the product.

▶ Before using the product for the first time, read and observe the whole safety chapter.

▶ Before starting any work on the product, read and observe the respective sections of the
document.

▶ Keep the document available for reference and give it to the next user.

▶ Contact the Bürkert sales office for any questions.

Further information concerning the product at Products.

▶ Enter the article number from the type label in the search bar.

The illustrations in these instructions may vary depending on the product variant.

1.1 Symbols
DANGER!

Warns of a danger that leads to death or serious injuries.

WARNING!
Warns of a danger that can lead to death or serious injuries.

CAUTION!
Warns of a danger that can lead to minor injuries.

NOTICE!
Warns of property damage on the product or the installation.

Indicates important additional information, tips and recommendations.

Refers to information in this document or in other documents.

▶ Indicates a step to be carried out.
Indicates a result.

Menu Indicates a software user-interface text.

https://country.burkert.com/?url=man-products
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1.2 Terms and abbreviations
The terms and abbreviations are used in this document to refer to following definitions.

Product Solenoid valve Type 0262 or Type 0263

1.3 Manufacturer
Bürkert Fluid Control Systems
Christian-Bürkert-Str. 13−17
74653 Ingelfingen
GERMANY
The contact addresses are available at Contact.

Need more information or additional products?

▶ Explore the full range of products on our eShop.

https://country.burkert.com/?url=man-contact
https://country.burkert.com/?url=man-products
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2 Safety

2.1 Intended use
Unauthorised use of the Type 0262 and 0263 diaphragm actuated valve may be dangerous to
people, nearby equipment and the environment.

▶ The device is designed to control the flow of liquid and gaseous media.

▶ Only use devices that are approved for use in potentially explosive atmospheres. These devices
are marked with a separate Ex type label. For use, observe the information on the separate Ex type
label and the Ex supplementary instructions or the separate Ex operating instructions.

▶ The device is approved for use in zones 1 and 21 in accordance with the ATEX Directive 2014/34/
EU for category 2GD.

▶ When using the device, observe the authorised data, and the operating and usage conditions
specified in the contract documents and in the operating instructions.

▶ Use the device only in conjunction with third-party devices and components that are
recommended or approved by Bürkert.

▶ Prerequisites for safe and trouble-free operation are correct transport, correct storage and
installation as well as careful operation and maintenance.

▶ Use the device only as intended.

2.2 Basic safety instructions
These safety instructions do not take into account any incidents or events that may occur during
installation, operation or maintenance. The operator is responsible for ensuring compliance with local
safety regulations, including those relating to personnel.

Risk of injury from high pressure
▶ Before working on the system or device, switch off the pressure and vent or empty the lines.

Risk of injury from electric shock
▶ Before working on the system or device, switch off the power supply and secure against

reactivation.

▶ Observe the applicable accident prevention and safety regulations for electrical devices.

Risk of burns during continuous operation due to hot device surface
▶ Keep the device away from highly flammable substances and media and do not touch with bare

hands.

General hazardous situations
To prevent injuries, observe the following:

▶ Use the device only when it is in perfect condition and in accordance with the operating
instructions.

▶ Do not make any modifications to the device and do not subject it to mechanical stress.

▶ Secure device or system to prevent unintentional activation.
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▶ Ensure that only trained technicians carry out installation and maintenance work.

▶ Install the device according to the regulations applicable in the respective country.

▶ After an interruption in the power supply, ensure that the process is restarted in a controlled
manner.

▶ Comply with the generally accepted engineering standards.
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3 Product description

3.1 General description
The externally controlled valve Types 0262 and 0263 are pneumatically operated.
Neutral gases or air (control media) are used to control the flow of media such as water, alcohol, oil,
fuel, hydraulic fluid, saline solution, lye, organic solvent and steam.

3.2 Properties
• Double spindle seal without packing gland,
• Actuator housing made of acid- and alkali-resistant plastic,
• High flow rate values due to the stainless steel valve body that aids flow,
• In Type 0263, there is a hermetically sealing diaphragm between the valve body and the actuator.

3.3 Device variants
A variant for steam applications with PTFE seals is available for Type 0262.
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4 Structure and function

4.1 Setup
The valve consists of a diaphragm actuator and a 2-way valve body.

1

2

3

4
5
6

Fig. 1: Structure of Type 0262

1 Control diaphragm 2 Spring plate
3 Lip seal 4 O-Ring
5 Seal 6 Body

In Type 0263, the actuator is hermetically sealed from the medium by a diaphragm.

1

2

3

4

5

Fig. 2: Structure of Type 0263

1 Control diaphragm 2 Spring plate
3 Lip seal 4 Diaphragm
5 Body
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4.2 Function
Spring force (CFA) or pneumatic pilot pressure (CFB and CFI) generate the closing force on the valve
seat seal or diaphragm. The force is transmitted via a spindle connected to the control diaphragm.

4.2.1 Control function
CFA

P

A Closed by spring force in rest position

CFB

P

A Opened by spring force in rest position

CFI

P

A Actuating function via reciprocal pressurisation

Tab. 1: Control function (CF)

4.2.2 Flow direction below seat
The valve is closed against the medium flow by spring force (control function A, CFA) or pilot
pressure (control function B, CFB). As the medium pressure is present under the seat seal, this
contributes to the opening of the valve.

NOTICE!
Wear and tear on the seat seal or diaphragm
When the flow direction is above the seat, strong pressure surges may occur, especially with liquid
media.
▶ Do not use the device for flow direction above the seat.
▶ Observe the arrow for the flow direction on the valve body.
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5 Technical data

5.1 Standards and directives
This product complies with the legal requirements applicable at the time of placing on the market and
has been developed and tested in accordance with the relevant European directives/regulations and
harmonized standards. The conformity is documented and, if necessary, supported by evidence. The
EU Declaration of Conformity can be found behind the respective type on the home page
country.burkert.com

5.2 Type label

0262    A   25,0   FKM      MS 
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Pilot 3-6 bar

G1      P N   0 -1 bar

1 2 3 4 5

6

7
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9

1011

1 Type 2 Control function
3 Orifice 4 Sealing material
5 Body material 6 Operating pressure
7 Connection type 8 Pilot pressure
9 CE marking 10 Serial number

11 Article number

https://country.burkert.com
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5.3 Operating conditions

5.3.1 Temperature range
Type Seal material Medium temperature [ °C] Ambient temperature [°C]

0262 NBR –10...+90 –10...+90

FKM –10...+100

EPDM –10...+100

PTFE/EPDM –10...+140

PTFE/FKM –10...+140

0263 NBR –10...+90 –10...+90

FKM –10...+100

EPDM –10...+100

When using a pilot valve, the maximum ambient temperature is +55 °C.

Temperature of the control me-
dium

max. +90 °C

Storage temperature –20...+55 °C

5.3.2 Pressure ranges
Type Nominal dia-

meter
Medium pressure during circuit function [bar] Max. pilot

pressure [bar]A normal
spring

A reinforced
spring

B normal
spring

0262 10 0...5 0...10 0...10 6

12 0...3.5 0–6 0...10 6

20 0...1.5 0...1.5 6

25 0...1 0...1 6

0263 10 0...2.5 0...5 0...10 6

12 0...2 0...4.5 0...10 6

Observe the minimum control pressure as specified on the type label.
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5.3.3 Permitted media
Seal material Permitted media

NBR Non-aggressive media (e.g. compressed air, water, hydraulic oil)

FKM Peroxide solutions, oxygen, hot air

EPDM Oil- and grease-free media, e.g. hot water, alkaline washing and bleaching
lyes

PTFE/EPDM Oil- and grease-free media, e.g. hot water, steam

PTFE/FKM Hot oils, hydrocarbons, aromatics and steam

Control medium Neutral gases and liquids, in particular air, water, hydraulic liquids up to
max. +90 °C
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6 Installation
DANGER!

Risk of injury due to high pressure and escaping medium
▶ Before working on the device or system, switch off the pressure and vent or empty the lines.

DANGER!
Risk of injury from electric shock
▶ Before working on the device or system, switch off the power supply. Secure against reactivation.
▶ Observe the applicable accident prevention and safety regulations for electrical devices.

WARNING!
Risk of injury due to improper installation
▶ Installation must always be carried out by trained technicians with the appropriate tools.
▶ Secure the system against unintentional activation.
▶ Ensure a controlled restart after installation.

6.1 Before installation
Installation position: any, but preferably with actuator facing up

▶ Remove any soiling from pipelines.

▶ Make sure that pipelines are in alignment.

▶ Note the flow direction.

6.2 Installation
▶ Connect the valve body to pipeline.

Ensure that the valve body is installed without tension.

WARNING!
Danger due to incorrect lubricants
Unsuitable lubricant can contaminate the medium. In oxygen applications, this poses a risk of
explosion.
▶ For specific applications, e.g. oxygen or analysis applications, use approved lubricants only.
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6.3 Pneumatic connection
WARNING!

Risk of injury due to unsuitable hoses
▶ Use only hoses which are authorised for the indicated pressure and medium temperature range.
▶ Observe the data sheet specifications from the hose manufacturers.

WARNING!
For control function I: risk of pilot pressure failure
In the event of a failure of the pilot pressure, the valve remains in an undefined position.
▶ To ensure a controlled restart, first pressurise the device with pilot pressure, then switch on the

medium.

6.3.1 Connecting the control medium

Control function A:
▶ Connect the control medium to the lower working port of the actuator.

Control function B:
▶ Connect the control medium to the upper working port of the actuator.

Control function I:
▶ Connect control medium to upper and lower working port of the actuator:

Pressure on lower port opens the valve.
Pressure on upper port closes the valve.

Connection thread G 1/8

1

2

Fig. 3: Pilot air ports

1 Upper pilot air port 2 Lower pilot air port
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Wear and tear of the seat seal and diaphragm in CFI

▶ To prevent heavy pressure surges with CFI, connect the pilot air via a supply air throttle.
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7 Start-up
WARNING!

Risk of injury due to improper operation
▶ Prior to start-up, it must be ensured that the operating personnel are familiar with and fully

understand the contents of the operating instructions.
▶ Only trained technicians may start up the device or system.

WARNING!
For control function I: risk of pilot pressure failure
The valve stays in an undefined position in the event of a pilot pressure failure.
▶ To ensure a controlled restart, first pressurise the device with pilot pressure, then switch on the

medium.

Observe the information on the type label and in the chapter containing the technical data.

▶ Adjust the pilot air according to the information on the type label.
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8 Disassembly
WARNING!

Risk of injury due to improper disassembly
▶ Disassembly must always be performed by trained technicians and with the appropriate tools.

WARNING!
Risk of injury from dangerous medium
▶ Before loosening lines or valves, flush out hazardous media, depressurise and drain the lines.

▶ Disconnect the pneumatic connection.

▶ Disassemble the device
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9 Spare parts
CAUTION!

Risk of injury and/or damage to property due to incorrect parts
Incorrect accessories and unsuitable spare parts may cause injuries and damage the device and the
surrounding area.
▶ Use only original accessories and original spare parts from Bürkert.

The following spare parts are available for types 0262 and 0263:
• Actuator set (consists of item 1 and item 2).
• Seal set (consists of item 2).

1

2

1

DN10 DN2, DN250

9.1 Actuator set Type 0262
Seal material Circuit function A

DN10/12 DN20 DN25

EPDM 015 082 015 205 015 211

NBR 015 196 015 206 015 212

FKM 015 197 015 207 015 213

Seal material Circuit function B
DN10/12 DN20 DN25

EPDM 015 202 015 208 015 214

NBR 015 203 015 209 015 215

FKM 015 204 015 210 015 216
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9.2 Actuator set Type 0263
Seal material Circuit function

A B

EPDM 015 217 015 220

NBR 015 218 015 221

FKM 015 219 015 222

9.3 Seal set Type 0262
Seal material Nominal diameter

DN20 DN25

EPDM 624 343 624 346

NBR 624 341 624 344

FKM 624 342 624 345
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10 Logistics

10.1 Transport and storage
▶ Protect the device against moisture and dirt in the original packaging during transportation and

storage.

▶ Avoid UV radiation and direct sunlight.

▶ Protect connections, if present, from damage with protective caps.

▶ Observe the permitted storage temperature.

10.2 Return
No work or tests will be carried out on the device until a valid Contamination Declaration has
been received.

▶ To return a used device to Bürkert, contact the Bürkert sales office. A return number is required.

10.3 Disposal
Environmentally friendly disposal

▶ Follow national regulations regarding disposal and the environment.
▶ Collect electrical and electronic devices separately and dispose of them as special

waste.

Further information at country.burkert.com

https://country.burkert.com
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